
I checked notes and test data from U2 test 8 for information on 
heater 8 ttd. It looks like htr 8A ttd was 1.78 and 88 was 0.64. I don't know 

GE used 8A ttd and didn't average the values from both heaters. I wasn't 
when this test was conducted and I couldn't find any comments in the 

test notes for this heater. To the best of my there hasn't been any 
to this heater since the test. 
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